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Significance

Part 6: Textbooks, tutorials and reviews.

This invited trade magazine article introduced to the Telco community the concept of “Transient Control

Levels” initially developed in 1975 for equipment connected to AC power circuits.  In this case, the AC

power input port of central switching facilities would also be considered.  Furthermore, the editors of the

article chose to suggest that the concept could also apply to signal lines, with appropriate levels.
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